
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

State and local HBAs should consider the amendments in this document to maintain cost-effective and 
affordable code provisions when discussing the adoption of the 2023 National Electrical Code. NAHB 
developed these amendments based on the outcome of the 2023 NFPA Code Development Cycle.  
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Contact codes@nahb.org for questions and visit the Code Adoption Kit page for more. 
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Suggested Amendments 
1. GFCIs for 240-Volt Receptacles – 210.8(A) & 210.8(D) .................................................... 5 

This amendment removes the requirement for receptacles serving 240-volt appliances to 
have GFCI protection when located in bathrooms, crawl spaces, basements, laundry areas, 
or within 6 feet of sinks, bathtubs, or showers. Prior to the 2020 NEC, this section only ap-
plied to receptacles up to 125 volts. This amendment also removes the requirement for 
GFCI coverage of specific 240-volt appliances which was added to the 2023 NEC. 

2. GFCIs for Kitchen Receptacles – 210.8(A) ....................................................................... 8 
This amendment limits the GFCI protection requirement to those that serve the counter-
top surfaces. It also removes the additional provision requiring GFCI protection in any area 
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7. Kitchen Receptacles on Islands and Peninsulas – 210.52(C)(2) ...................................... 25 
This amendment removes the requirement for provisions for a future receptacle to be 
provided if no receptacle on the island or peninsula is installed and reinstates the require-
ment for at least one receptacle at each island or peninsula from the 2017 edition. It also 
reinstates the exception allowing receptacles to be installed below the countertop where 
installed on certain islands and peninsulas and where installed for accessibility for people 
with disabilities. 

8. Load Calculations – 220.5(C) ........................................................................................ 27 
This amendment removes garage floor areas from the calculation for the minimum light-
ing load in dwelling units. 

9. Surge Protection – 230.67 ........................................................................................... 28 
This amendment removes the requirement for all services supplying dwelling units to be 
provided with a surge protective device. 

10. Emergency Disconnects – 230.85 ................................................................................. 29 
This amendment removes the requirement for one and two-family dwelling units to have 
a labeled disconnecting means installed in a readily accessible outdoor location. 

11. Boxes at Ceiling-Suspended (Paddle) Fan Outlets – 314.27 ........................................... 30 
This amendment limits the general 
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How to Use This Document 
 

NAHB has prepared recommendations for amending the 2023 National Electrical Code (NEC), other 
editions of the NEC, and ICC model codes. Each recommended amendment is provided in a draft form 
that includes the code section and text to be amended in legislative format (underline and 
strikethrough) as well as a supporting reason statement explaining the substantiation 
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1. GFCIs for 250-Volt Receptacles – 210.8(A) & 210.8(D) 
This amendment removes the requirement for receptacles serving 240-volt appliances to have GFCI 
protection when located in bathrooms, crawl spaces, basements, laundry areas, or within 6 feet of sinks, 
bathtubs, or showers. Prior to the 2020 NEC, this section only applied to receptacles up to 125 volts. This 
amendment also removes the requirement for GFCI coverage of specific 240-volt appliances which was 
added to the 2023 NEC. 

 

Revise as follows: 

210.8(A) Dwelling Units.  

All 125-volt, single-phase, 15- and 20-ampere through 250-volt receptacles installed in the locations and 
supplied by single-phase branch circuits rated 150 volts or less to ground shall have ground-fault circuit-
interrupter protection for personnel.  

(1) Bathrooms  
(2) Garages and also accessory buildings that have a floor located at or below grade level not 

intended as habitable rooms and limited to storage areas, work areas, and areas of similar use  
(3) Outdoors  
(4) Crawl spaces — at or below grade level  
(5) Basements  
(6) Kitchens 
(7) Sinks — where receptacles are installed within 1.8 m (6 ft) from the top inside edge of the bowl 

of the sink 
(8) Boathouses  
(9) Bathtubs or shower stalls — 
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